
  
 
 

 
Ref No: MU-AML-448745-CW-RFB/6      20st April 2026 
 
 
To: All Bidders 

 
 

Rodrigues Airport Project, New Runway and Associated Facilities (Component 1) - 
Rodrigues Airport Project (P180266) - MU-AML-448745-CW-RFB   

 
 Addendum No. 06 to the Bidding Document 

 
 

6 (a) 
Part A – Contract Data 
Condition Sub- 

Clause 
Data 

Total liability of the 
Contractor to the Employer 
under or in connection with 
the Contract  

1.15  
 

Accepted Contract Amount + 15 % Excluding 
VAT  

 
No Change, Provisions of the Bid Document ‘Accepted Contract Amount + 15 % 
Excluding VAT’ are maintained. 
  
6 (b) 
Part A – Contract Data 
 
Conditions  Sub- 

Clause  
Data  

Maximum allowable 
accumulated value of work 
subcontracted (as a 
percentage of the Accepted  
Contract Amount)  

5.1(a)  10%  

 
Has been amended to read: 
 
Conditions  Sub- 

Clause  
Data  

Maximum allowable 
accumulated value of work 
subcontracted (as a 
percentage of the Accepted  
Contract Amount)  

5.1(a)  20%  

 



6 (b) i 
Sub Bill No 2.6 ADL, FLOODLIGHTS, GPU AND CONTROL SYSTEMS 
Bill Item No.: 2.6.47, 1000KW LED lanterns complete with drivers, Qty 66, Unit No 
 
A new Bill Item has been added to Sub-Bill 2.6 as follows: 
 
Bill Item No.: 2.6.47A 
Description: Reinforcement for edge thickened panels 
Quantity: 200 
Unit: kg 
 
6 (c) 
Necessary details will be published in Addendum No. 08 
 
6 (d) 
Part A – Contract Data 
Conditions  Sub- 

Clause  
Data  

Maximum allowable 
accumulated value of work 
subcontracted (as a 
percentage of the Accepted  
Contract Amount)  

5.1(a)  10%  

 
Has been amended to read: 
 
Conditions  Sub- 

Clause  
Data  

Maximum allowable 
accumulated value of work 
subcontracted (as a 
percentage of the Accepted  
Contract Amount)  

5.1(a)  20%  

 
 
6 (e) 
BOQ Item No-2.4.22,                                                                                                      
Necessary details will be published in Addendum No. 08 
 
6 (e) i 
BOQ Item No-2.3.83,  
Allow for road marking, Qty 1, Unit sum 
 
 Has been amended as follows: 
 
BOQ Item No-2.3.83, 
Description: Broken Line 200mm wide – Edge Marking (L8) 
Quantity: 910 
Unit: m  



6 (f) 
BOQ item no-  3.1.258, Door electromagnet lock- Qty- incl 
BOQ item no-  3.1.259, Software package including licence- incl  

Quantities and unit of measurement have been included as follows:                                                                                                       

BOQ item no.3.1.258  
Quantity: 14 
Unit: No 
 
BOQ Item no. 3.1.259  
Quantity:1 
Unit: No. 
 
6 (g) 
BOQ Item No-4.1.74, 5 core 4 mm2 copper cable- 1400 Sum 
BOQ Item No- 3.6.131, 1.5 mm flexible copper conductor- Qty 225 No 
BOQ Item No- 3.6.132, 2.5 mm flexible copper conductor- Qty 45 No 
BOQ item No-3.6.144 & 3.6.147, CAT 6 cable-Qty -10 No 
 
Unit of measures have been amended as follows: 
 
BOQ Item No-4.1.74, 5 core 4 mm2 copper cable- 1400 Metre 
BOQ Item No- 3.6.131, 1.5 mm flexible copper conductor- Qty 225 Metre 
BOQ Item No- 3.6.132, 2.5 mm flexible copper conductor- Qty 45 Metre 
BOQ item No-3.6.144 & 3.6.147, CAT 6 cable-Qty -10 Metre 
 
6 (h) 
BOQ  
Item No-3.1.191, Fire Alarm Panel- Qty -1, Unit M 
Item No-3.4.143, Fire Alarm Panel- Qty -1, Unit M 
Item No- 3.5.217, Fire Alarm Panel- Qty-1, Unit M 
Item No-3.8.189, Fire Alarm Panel- Qty -1, Unit M 
Item No-3.3.174, Fire Alarm Relay Panel- Qty 1, Unit M 
Item no-3.9.116, Fire Alarm Relay Panel- Qty 1, Unit M 
Item no 3.10.114, Fire Alarm Relay Panel- Qty 1, Unit M 
Item No 4.2.281, Fire Alarm Relay Panel- Qty 1, Unit M 
 
Unit of measures has been amended as follows: 
 
BOQ  
Item No-3.1.191, Fire Alarm Panel- Qty -1, Unit No 
Item No-3.4.143, Fire Alarm Panel- Qty -1, Unit No 
Item No- 3.5.217, Fire Alarm Panel- Qty-1, Unit No 
Item No-3.8.189, Fire Alarm Panel- Qty -1, Unit No 
Item No-3.3.174, Fire Alarm Relay Panel- Qty 1, Unit No 
Item no-3.9.116, Fire Alarm Relay Panel- Qty 1, Unit No 
Item no 3.10.114, Fire Alarm Relay Panel- Qty 1, Unit No 
Item No 4.2.281, Fire Alarm Relay Panel- Qty 1, Unit No 
 



6 (i) 
BOQ  
Item No-3.6.149, Two compartment white PVC skirt trucking dry wall mounted, 100 x 50 mm- 
Qty - 30 Nos 
BOQ Item No-3.6.133, Isorange conduit 20 mm- Qty -75 No 
 
Unit of measures has been amended as follows: 
 
Item No-3.6.149, Two compartment white PVC skirt trucking dry wall mounted, 100 x 50 mm- 
Qty - 30 M 
BOQ Item No-3.6.133, Isorange conduit 20 mm- Qty -75 M 
 
6 (j) 
Earthing System 
Earthing rail, including all bolts, nuts, washers, cable lugs- 
BOQ  
Item No-3.1.254, Earthing rail, including all bolts, nuts, washers, cable lugs, Qty-60 M 
Item No 3.2.303- Earthing rail, including all bolts, nuts, washers, cable lugs, Qty - 60 No 
Item No 3.3.216- Earthing rail, including all bolts, nuts, washers, cable lugs, Qty- 01 No 
Item No-3.4.186- Earthing rail, including all bolts, nuts, washers, cable lugs, Qty- 60 No 
Item No-3.5.256- Earthing rail, including all bolts, nuts, washers, cable lugs, Qty- 1 Lot 
Item No-3.7.222- Earthing rail, including all bolts, nuts, washers, cable lugs Qty- 1 Lot 
Item No-3.9.138- Earthing rail, including all bolts, nuts, washers, cable lugs Qty- 1 No 
Item No-3.10.136- Earthing rail, including all bolts, nuts, washers, cable lugs Qty- 1 No 
 
Unit of measure and description for Earthing rail, including all bolts, nuts, washers, cable 
lugs have been amended as follows: 
 
Item 3.1.253 description is 25 x 3 mm, qty 60 and unit metre 
Item 3.1.254 Earthing rail, Qty is 1 and unit is lot 
Item 3.2.302 description is 25 x 3 mm, qty 60 and unit metre 
Item 3.2.303 Earthing rail, Qty is 1 and unit is lot 
Item 3.3.215 description is 25 x 3 mm, qty 60 and unit metre 
Item 3.3.216 Earthing rail, Qty is 1 and unit is lot 
Item 3.5.255 description is 25 x 3 mm, qty 14 and unit metre 
Item 3.5.256 Earthing rail, Qty is 1 and unit is lot  
Item 3.7.221 description is 25 x 3 mm, qty 14 and unit metre 
Item 3.7.222 Earthing rail, Qty is 1 and unit is lot 
Item 3.9.137 description is 25 x 3 mm, qty 60 and unit metre 
Item 3.9.138 Earthing rail, Qty is 1 and unit is lot 
Item 3.10.135 description is 25 x 3 mm, qty 10 and unit metre 
Item 3.10.136 Earthing rail, Qty is 1 and unit is lot 
 
 
6 (k)  
Timber frame Roof Overhang 
BOQ  
Necessary details will be published in Addendum No. 08 
 
 



6 (l) 
Vol 3 of 3\03. MEP Drawings-ATC Tower-M243/T/ME/ATC/EL/16 and  
Vol 2 of 3- 02 - BD Stage - Blank BOQ - 29.10.25 (Final)- ITEM 3.1.292. 
30 KVA UPS Input 415 AC +/- 15% 50 Hz output 230 VAC +/- 1% 50Hz, Qty 3, NO 
 
Has been amended to read: 

 
Vol 3 of 3\03. MEP Drawings-ATC Tower-M243/T/ME/ATC/EL/16 and  
Vol 2 of 3- 02 - BD Stage - Blank BOQ - 29.10.25 (Final)- ITEM 3.1.292. 
30 KVA UPS Input 415 AC +/- 15% 50 Hz output 230 VAC +/- 1% 50Hz, Qty 1, NO 

 
6 (m) 
Vol 2 of 3- 02 - BD Stage - Blank BOQ - 29.10.25 (Final) 
Earthing system 
Supply, install, test and commission Earthing system comprising of Marconite/cement based 
Earthing block, as per manufacturers recommendations, to give 5 ohms or better earth resistance 
- 3 Sum (Item No.-3.1.252) 25 X mm copper tape - 1 m (Item No.-3.1.253) earthing rail , 
including all bolts, nuts , washers, cable lugs - 60 m (Item No.-3.1.254)  1 m,  
 
Has been amended to read: 
 
Vol 2 of 3- 02 - BD Stage - Blank BOQ - 29.10.25 (Final) 
Earthing system 
Supply, install, test and commission Earthing system comprising of Marconite/cement based 
Earthing block, as per manufacturers recommendations, to give 5 ohms or better earth resistance 
- 3 Sum (Item No.-3.1.252) 25mm wide X 3 mm thick copper tape -length 60 m (Item No.-
3.1.253) earthing rail, including all bolts, nuts, washers, cable lugs - 60 m (Item No.-3.1.254) 1 
sum,  
 
6 (n) 
Sub - Bill No 2-1 General Earthworks 
Item 2.1.7, quantity, 365,000 m2 
Item 2.1.29, quantity, 120,000 m2 
Item 2.8.1, quantity, 450,000 m2 
 
Quantities have been revised to read as follows: 
 
Item 2.1.7, quantity, 200,000 m2 

Item 2.1.29, quantity, 450,000 m2 

Item 2.8.1, quantity, 285,000 m2 

6 (o) 
"Electrical & ELV-Vol 3 of 3: MEP DRAWINGS, 13.0 SCHEMATICS, DWG. TITLE POWER 
CENTRE-2 SINGLE LINE DIAGRAM (DWG. NO. -M243/T/ME/EL/01A,Rev-0 
The Breaker & Contactor rating  
1. GPU MDB - 270 kVA: The Breaker & Contactor rating 125A.  
1. APRON LIGHTING MDB - 66 kVA: The Breaker & Contactor rating 63A 
 



Has been amended to read: 
 
Electrical & ELV-Vol 3 of 3: MEP DRAWINGS, 13.0 SCHEMATICS, DWG. TITLE POWER 
CENTRE-2 SINGLE LINE DIAGRAM (DWG. NO. -M243/T/ME/EL/01A, Rev-0 
The Breaker & Contactor rating  
1. GPU MDB - 270 kVA: The Breaker & Contactor rating 400A.  
1. APRON LIGHTING MDB - 66 kVA: The Breaker & Contactor rating 125A 
 
6 (p) 
"Electrical & ELV-Dwg. Title: Boom Barriers (M243/T/ME/BB/EL/01)and Vol 2 of 3- 02 - BD 
Stage - Blank BOQ  - 29.10.25 (Final) 
 
A new BOQ Item is added as follows: 
 
Item 4.1.99  
Description: Boom barrier 4.5 m long, electrically powered, manually operated by push button 
panel installed in the gate house, located at the parking area exits.  
Quantity: 2   
Unit: No.                                                                                                                                                                                 
 
6 (q) 
"Pricing/B0Q-Lighting in Public car park 
Item 4.1.74, Public car park 
Item 4.1.74, 5 core 4mm2 copper cable 
 
The duplicated item 4.1.74 to read as follows:  
 
4.1.74A, 5 core 4mm copper cable 
The unit to be in “Metres." 
 
6 (r) 
 
"Pricing/BoQ-SUB‐BILL No. 2.6 ‐ AGL, FLOODLIGHTING, GPU AND CONTROL 
SYSTEMS 
“BoQ Item - 2.6.16” 
 
Necessary details will be published in Addendum No. 08 
 
6 (s) 
"Pricing/BoQ-SUB‐BILL No. 2.6 ‐ AGL, FLOODLIGHTING, GPU AND CONTROL 
SYSTEMS 
BoQ Item - 2.6.27 
Lights runway elevated bi-directional yellow/yellow  
 
Has been amended to read: 
 
Pricing/BoQ-SUB‐BILL No. 2.6 ‐ AGL, FLOODLIGHTING, GPU AND CONTROL 
SYSTEMS 
BoQ Item - 2.6.27 
Lights runway elevated bi-directional yellow/white 



6 (t) 
 
Bill No. 4.3 - SEWER RETICULATION NETWORK 
BOQ Item 4.3.58- Decommissioning and demolition of existing septic tank and leaching field: 
Qty 1, Unit Sum 
BOQ Item 4.3.61 - Installation and commissioning of temporary WWTP: Qty: 36, Unit: months 
 
The following items have been added as follows: 
 
- BOQ Item 4.3.61A: O&M of temporary WWTP - Quantity: 36, Unit: Months 
- BOQ Item 4.3.61B: Demolition and removal of Temporary WWTP - Quantity:1, Unit: Sum 
 
 
6 (u) 
 
Fire Fighting-Hose Reel 
BoQ  
BoQ Item 4.2.299 - Fire Hose Reels, Qty 5, Unit No 
 
Has been amended to read as follows: 
 
BoQ Item 4.2.299 - Fire Hose Reels, Qty 9, Unit No 
 
 
6 (v) 
 
Fire Fighting-Hose Reel 
BoQ Item 4.2.299 - Fire Hose Reels, Qty 5, Unit No 

BOQ item is added for fire extinguishers as follows: 
 
BOQ item 4.2.299A, Fire Extinguishers, Qty 109 units, type ABC 2.5 kg and 106 units type 
CO2 4.5 kg. 
 
 
6 (w) 
 
"MEP - Electrical 
SUB-BILL No. 2.6 - AGL, FLOODLIGHTING, GPU AND CONTROL SYSTEMS - 2.6.53 
Fibre optic interface and mast controller c/w power supply, and 6A breaker, Quantity 1, Unit 
Lot 
 
Has been amended to read: 
 
SUB-BILL No. 2.6 - AGL, FLOODLIGHTING, GPU AND CONTROL SYSTEMS - 2.6.53 
Fibre optic interface and mast controller c/w power supply, and 6A breaker, Quantity 1,350, 
Unit M 
 
 



6 (x) 
 
"MEP - Electrical 
BOQ - 5.13 
Dual redundant UPS, Engineering Training, Installation, Commissioning &SAT,  
 
The rating of UPS has been included as follows: 
 
BOQ - 5.13 
Dual redundant UPS, Engineering Training, Installation, Commissioning &SAT, rating of UPS 
30 KVA. 
 

 
 
Chairman, PIU Tender Committee 

 


